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FOOD LION #2250 REVISED DRAIN SURVEY PER ENGINEERING REVIEW; 

10/9/19

FL2250 Drains
1555 East Union Street, Morganton, NC 28665
USA

Crescent Construction Services

Total posts

29

Unassigned

26

Past due

0

Open

3

Resolved

0

Closed

0

8/9/2019 - 10/14/2019

https://fieldlens.com/?utm_source=report_share
https://fldlns.co/AkfPoYCmM0
https://fldlns.co/BkfPoYCmM0
https://fldlns.co/CkfPoYCmM0
https://fldlns.co/DkfPoYCmM0
https://fldlns.co/EkfPoYCmM0
https://fldlns.co/FkfPoYCmM0
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Posts

Open - Deficiency

Post 16 - CO11 line - Bad tap (piped against flow) at 187' should be piped 
correctly / with flow.
Joshua Blanks - Crescent Construction Services
To: Assignees, Crescent Construction Services

8/13/2019, 2:12 PM EDT

Issue located beneath bush between outlet chamber and CO15; line is 
approximately 76" deep.

Location Outside > Front, Store Right
Assigned To General Contractor No due date Open

Plumbing Contractor No due date Open

All Media 3 photos, 1 video

Updates Dave Hughey - Crescent Construction Services 10/14/2019, 8:33 AM EDT

https://fieldlens.com/?utm_source=report_share
https://fldlns.co/GkfPoYCmM0
https://fldlns.co/GkfPoYCmM0
https://fldlns.co/IkfPoYCmM0
https://fldlns.co/HkfPoYCmM0
https://fldlns.co/JkfPoYCmM0
https://fldlns.co/KkfPoYCmM0
https://fldlns.co/LkfPoYCmM0
https://redt-fieldlens-prod.imgix.net/media/2019/08/13/71e5c50d-c707-4641-8d88-7dc39073cd46/836F9C1F-A0F8-48DD-9D05-A60A9BF7E1BC.jpeg.jpeg?ixlib=java-1.1.12
https://s3.amazonaws.com/prod-fieldlens/media/2019/08/13/d56dac1c-2dc9-4a6d-a3f8-519e7ac02079/co11_bt_movie.mov
https://redt-fieldlens-prod.imgix.net/media/2019/08/13/1c4c1b10-c3d8-467a-af04-0fd137325f09/co11_187bt.png?ixlib=java-1.1.12
https://redt-fieldlens-prod.imgix.net/media/2019/08/13/88304b33-4e27-48ce-9049-4a7cf1b1bb23/bad_tap_inset.jpg?ixlib=java-1.1.12
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Per email from Food Lion Engineering on 10/9/19, item is to be included in remodel 
documents.

https://fieldlens.com/?utm_source=report_share
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Open - Deficiency

Post 15 - Grease trap outlet chamber lid broken.
Joshua Blanks - Crescent Construction Services
To: Assignees, Crescent Construction Services

8/13/2019, 2:12 PM EDT

Corner of outlet lid broke when placing lid back on after inspection.

Location Outside > Grease Trap Outlet
Assigned To General Contractor No due date Open

Landlord No due date Open

Owner No due date Open

All Media 3 photos

Updates Dave Hughey - Crescent Construction Services 10/14/2019, 8:33 AM EDT

Per email from Food Lion Engineering on 10/9/19, item is to be included in remodel 
documents.

https://fieldlens.com/?utm_source=report_share
https://fldlns.co/QkfPoYCmM0
https://fldlns.co/IkfPoYCmM0
https://fldlns.co/HkfPoYCmM0
https://fldlns.co/PkfPoYCmM0
https://fldlns.co/KkfPoYCmM0
https://fldlns.co/RkfPoYCmM0
https://fldlns.co/SkfPoYCmM0
https://redt-fieldlens-prod.imgix.net/media/2019/08/13/cd029c08-1517-4300-b3b2-a62496f34ce4/7E0701F0-C67D-4E2F-9620-E2C1C9133BFD.jpeg.jpeg?ixlib=java-1.1.12
https://redt-fieldlens-prod.imgix.net/media/2019/08/13/c4b41653-0c8c-4f4a-aa57-4b7b7342a248/C1955187-C8D0-4F44-9D0B-7C79EB7997CD.jpeg.jpeg?ixlib=java-1.1.12
https://redt-fieldlens-prod.imgix.net/media/2019/08/13/709bb6cf-b65d-46b3-91e9-6483caafce7c/gt_lid_inset.jpg?ixlib=java-1.1.12
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Open - Deficiency

Post 33 - Grease trap inlet lid to be replaced.
Dave Hughey - Crescent Construction Services
To: Assignees, Crescent Construction Services

8/13/2019, 2:12 PM EDT

Unable to access inlet side of trap. Lid is made of 4” think concrete and does not 
have a handle. Inlet chamber lid to be replaced with a handled lid for future access.

Location Outside > Grease Trap Inlet
Assigned To General Contractor No due date Open

Landlord No due date Open

Owner No due date Open

All Media 3 photos

Updates Dave Hughey - Crescent Construction Services 10/14/2019, 8:33 AM EDT

Per email from Food Lion Engineering on 10/9/19, item is to be included in remodel 
documents.

https://fieldlens.com/?utm_source=report_share
https://fldlns.co/fZefqYCmM0
https://fldlns.co/NkfPoYCmM0
https://fldlns.co/HkfPoYCmM0
https://fldlns.co/k7PwqYCmM0
https://fldlns.co/KkfPoYCmM0
https://fldlns.co/RkfPoYCmM0
https://fldlns.co/SkfPoYCmM0
https://redt-fieldlens-prod.imgix.net/media/2019/08/13/e8d80dff-03e6-4c72-bf48-931efe256f8a/5CEEBD25-AA82-47D8-AFF8-9E5DECE719F5.jpeg.jpeg?ixlib=java-1.1.12
https://redt-fieldlens-prod.imgix.net/media/2019/08/13/bb6d6b08-6197-4c31-867a-5f8dd0381f2a/A59FF509-BDAE-40D6-B07F-FBA1C082714B.jpeg.jpeg?ixlib=java-1.1.12
https://redt-fieldlens-prod.imgix.net/media/2019/08/13/2ed89c44-8dff-4200-b161-4d00e3224ce6/gt_inlet_inset.jpg?ixlib=java-1.1.12
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https://fieldlens.com/?utm_source=report_share
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Unassigned

Post 2 - Latest print is attached (for reference).
Dave Hughey - Crescent Construction Services
To: Crescent Construction Services

8/13/2019, 2:12 PM EDT

NOTE: Still shots of low spots are taken from the best view CCS can obtain from the 
video and this is not necessarily the lowest part of the line. Unless otherwise noted, 
line issues are located using the camera’s foot meter which may vary by up to 10%. 
Red squares mark floor cleanouts, red triangles mark wall cleanouts, and red X’s 
show where items have not been installed as per print.

Attachments fl2250_drain_survey_Food_Lion_print_complete.pdf (1.54 MB), 
fl2250_drain_survey_Bi_Lo_print_8-12-2019.pdf (2.15 MB)

https://fieldlens.com/?utm_source=report_share
https://fldlns.co/1pPmtYCmM0
https://fldlns.co/NkfPoYCmM0
https://fldlns.co/HkfPoYCmM0
https://s3.amazonaws.com/prod-fieldlens/media/2019/08/13/ab78a343-6e00-4e0e-aa9c-eeb53f4d8f6e/fl2250_drain_survey_Food_Lion_print_complete.pdf
https://s3.amazonaws.com/prod-fieldlens/media/2019/08/13/abe2bcf1-8bea-4d8a-a8ad-27e7c9a2d0e4/fl2250_drain_survey_Bi_Lo_print_8-12-2019.pdf
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Unassigned

Post 4 - Construction Manager to review cleanouts for possible repair (for 
reference)
Dave Hughey - Crescent Construction Services
To: Crescent Construction Services

8/13/2019, 2:09 PM EDT

The sales floor cleanouts typically have surrounding tile damage / unlevel / should 
be cleared of excess wax and debris.   Ensure all are level with finish floor upon 
closeout of remodel.  Consider replacing fixtures.

All Media 6 photos

https://fieldlens.com/?utm_source=report_share
https://fldlns.co/lWdvuYCmM0
https://fldlns.co/lWdvuYCmM0
https://fldlns.co/NkfPoYCmM0
https://fldlns.co/HkfPoYCmM0
https://redt-fieldlens-prod.imgix.net/media/2019/08/13/b1bd08d2-5a5d-46c8-878d-b7412c8fbc6a/2DFEF7F4-1D52-4746-8045-1BB2256CC185.jpeg.jpeg?ixlib=java-1.1.12
https://redt-fieldlens-prod.imgix.net/media/2019/08/13/0e5ceae0-6daa-43ba-921f-92a598b2ccb7/6253FF2E-579F-47DF-8359-E2B9535B046C.jpeg.jpeg?ixlib=java-1.1.12
https://redt-fieldlens-prod.imgix.net/media/2019/08/13/8c724845-9fc6-46c2-89ed-5a1f6132ce36/C43669B4-AC00-4B94-8A29-A37D77022283.jpeg.jpeg?ixlib=java-1.1.12
https://redt-fieldlens-prod.imgix.net/media/2019/08/13/52c1ebe6-8adf-48f1-b021-6e53c9d4097a/0AF6339C-998D-4F37-9902-F75FCD56DB71.jpeg.jpeg?ixlib=java-1.1.12
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https://fieldlens.com/?utm_source=report_share
https://redt-fieldlens-prod.imgix.net/media/2019/08/13/13d8be2c-abfb-4962-b886-9026cf97d1ec/1E6F4D3D-020F-4278-A11C-B425443A34C5.jpeg.jpeg?ixlib=java-1.1.12
https://redt-fieldlens-prod.imgix.net/media/2019/08/13/98463867-eb04-4043-8d4f-d68f4ba00f24/4D19CB90-B999-41FA-9125-8DAB416A80AA.jpeg.jpeg?ixlib=java-1.1.12
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Unassigned

Post 17 - Smoke test not performed (for reference)
Joshua Blanks - Crescent Construction Services
To: Crescent Construction Services

8/13/2019, 2:09 PM EDT

Upon arrival toilets were dry, cases have not been running, and some wall sinks 
have been removed.

https://fieldlens.com/?utm_source=report_share
https://fldlns.co/q4OMuYCmM0
https://fldlns.co/IkfPoYCmM0
https://fldlns.co/HkfPoYCmM0
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Unassigned

Post 9 - Grease trap - Appears to be functioning abnormally.
Dave Hughey - Crescent Construction Services
To: Crescent Construction Services

8/13/2019, 2:08 PM EDT

Unable to access inlet side of trap. Lid is made of 4” think concrete and does not 
have a handle. Outlet chamber lid broken.

All Media 4 photos

https://fieldlens.com/?utm_source=report_share
https://fldlns.co/r4OMuYCmM0
https://fldlns.co/NkfPoYCmM0
https://fldlns.co/HkfPoYCmM0
https://redt-fieldlens-prod.imgix.net/media/2019/08/13/f314114e-1d19-44bb-87db-93abaeb4bd80/E0C47E18-567B-4B9E-B4B5-9CE6FF56EC02.jpeg.jpeg?ixlib=java-1.1.12
https://redt-fieldlens-prod.imgix.net/media/2019/08/13/e8d80dff-03e6-4c72-bf48-931efe256f8a/5CEEBD25-AA82-47D8-AFF8-9E5DECE719F5.jpeg.jpeg?ixlib=java-1.1.12
https://redt-fieldlens-prod.imgix.net/media/2019/08/13/bb6d6b08-6197-4c31-867a-5f8dd0381f2a/A59FF509-BDAE-40D6-B07F-FBA1C082714B.jpeg.jpeg?ixlib=java-1.1.12
https://redt-fieldlens-prod.imgix.net/media/2019/08/13/c6965d8a-f49f-4d8d-b278-807ef562af77/gt.jpg?ixlib=java-1.1.12
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Unassigned

Post 8 - Manhole MH1
Dave Hughey - Crescent Construction Services
To: Crescent Construction Services

8/13/2019, 2:08 PM EDT

Manhole is flowing/operating normally.

All Media 3 photos

https://fieldlens.com/?utm_source=report_share
https://fldlns.co/s4OMuYCmM0
https://fldlns.co/NkfPoYCmM0
https://fldlns.co/HkfPoYCmM0
https://redt-fieldlens-prod.imgix.net/media/2019/08/12/9bf38a1a-c1cb-41c1-8a7a-c40a260694fb/7A641B00-0524-4344-90C1-26AB0D4F1B5E.jpeg.jpeg?ixlib=java-1.1.12
https://redt-fieldlens-prod.imgix.net/media/2019/08/12/5162decc-e8b5-42ab-8598-6737556a3436/5F4C151C-06BC-4721-BF18-3151398B376C.jpeg.jpeg?ixlib=java-1.1.12
https://redt-fieldlens-prod.imgix.net/media/2019/08/13/35fa3267-6521-4965-a2ce-2ba252fc091b/mh1.jpg?ixlib=java-1.1.12
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Unassigned

Post 14 - Manhole MH2
Joshua Blanks - Crescent Construction Services
To: Crescent Construction Services

8/13/2019, 2:08 PM EDT

Manhole is flowing/operating normally.

All Media 3 photos

https://fieldlens.com/?utm_source=report_share
https://fldlns.co/t4OMuYCmM0
https://fldlns.co/IkfPoYCmM0
https://fldlns.co/HkfPoYCmM0
https://redt-fieldlens-prod.imgix.net/media/2019/08/12/8219b558-787c-4d61-a58c-59e22afdf358/949498DE-F7EB-448C-902E-19DE7EBD2568.jpeg.jpeg?ixlib=java-1.1.12
https://redt-fieldlens-prod.imgix.net/media/2019/08/12/2cf74a6e-3261-4191-8652-42d3d4813270/888CF6BA-DC35-4C0E-AF6C-11DCFDDC96A5.jpeg.jpeg?ixlib=java-1.1.12
https://redt-fieldlens-prod.imgix.net/media/2019/08/13/0cff52f6-5c07-4d1f-b5e5-773642e86fb8/mh2.jpg?ixlib=java-1.1.12
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Unassigned

Post 11 - Deli Equipment - Not present at time of survey (for reference).
Dave Hughey - Crescent Construction Services
To: Crescent Construction Services

8/13/2019, 2:08 PM EDT

https://fieldlens.com/?utm_source=report_share
https://fldlns.co/u4OMuYCmM0
https://fldlns.co/NkfPoYCmM0
https://fldlns.co/HkfPoYCmM0
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Unassigned

Post 13 - Deli grease drain - prep area verifications
Dave Hughey - Crescent Construction Services
To: Crescent Construction Services

8/13/2019, 2:08 PM EDT

The bakery prep area drains were confirmed to go to CO12 line.    

The deli prep area floor drains, prep sinks, and mop sink were confirmed to go to 
CO16 line.

All grease prep area sinks and drains were confirmed to go to the existing grease 
trap.

All Media 3 photos

https://fieldlens.com/?utm_source=report_share
https://fldlns.co/zcq4uYCmM0
https://fldlns.co/NkfPoYCmM0
https://fldlns.co/HkfPoYCmM0
https://redt-fieldlens-prod.imgix.net/media/2019/08/12/6bc33eb2-ce7f-4d27-a4e7-ff6c7d2a3744/7B0A797D-A96C-4586-80C1-9591A579C284.jpeg.jpeg?ixlib=java-1.1.12
https://redt-fieldlens-prod.imgix.net/media/2019/08/12/f23aef04-4b39-4798-b0f5-362085817af5/F70CE4E7-A776-45F8-A687-888A414E68B7.jpeg.jpeg?ixlib=java-1.1.12
https://redt-fieldlens-prod.imgix.net/media/2019/08/13/a6ad0681-0c85-4239-867f-5c088dcd9d84/deli.jpg?ixlib=java-1.1.12
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Unassigned

Post 12 - Meat grease drain - prep area verifications
Dave Hughey - Crescent Construction Services
To: Crescent Construction Services

8/13/2019, 2:08 PM EDT

The meat prep area prep sinks and floor drains were confirmed to go to CO7 line.    

The grocery storage mop sink was confirmed to go to CO4 line.

The meat prep area prep sinks and floor drains were verified to go to the existing 
grease trap.  The grocery storage mop sink is not serviced by a grease retention 
structure, but goes directly to the site sewer.

All Media 3 photos

https://fieldlens.com/?utm_source=report_share
https://fldlns.co/Acq4uYCmM0
https://fldlns.co/NkfPoYCmM0
https://fldlns.co/HkfPoYCmM0
https://redt-fieldlens-prod.imgix.net/media/2019/08/12/d395e064-a988-4386-96e0-9f814af9bbf8/AE44CC1F-3C11-4ECA-832D-D68706FEB333.jpeg.jpeg?ixlib=java-1.1.12
https://redt-fieldlens-prod.imgix.net/media/2019/08/12/0859a38c-1227-4286-bfc3-ffde76c79b42/502D2C17-7236-4E67-ACF2-329950DCE42C.jpeg.jpeg?ixlib=java-1.1.12
https://redt-fieldlens-prod.imgix.net/media/2019/08/13/85b5558b-dff6-4f12-a8a9-de7d7fbeb10f/meat.jpg?ixlib=java-1.1.12
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Unassigned

Post 10 - All individual prep area grease waste drains were cleaned with mini 
jet kit.
Dave Hughey - Crescent Construction Services
To: Crescent Construction Services

8/13/2019, 2:08 PM EDT

All Media 4 photos

https://fieldlens.com/?utm_source=report_share
https://fldlns.co/Bcq4uYCmM0
https://fldlns.co/Bcq4uYCmM0
https://fldlns.co/NkfPoYCmM0
https://fldlns.co/HkfPoYCmM0
https://redt-fieldlens-prod.imgix.net/media/2019/08/13/a7022b54-a0b7-46d7-9674-7ecad246b50e/1509A356-85F1-4DEA-BC60-74DEA00A683B.jpeg.jpeg?ixlib=java-1.1.12
https://redt-fieldlens-prod.imgix.net/media/2019/08/13/0a709d5c-5907-4cb3-8c10-12102d130598/7BF16385-9940-44F7-ADA9-D2C9E71C2D8D.jpeg.jpeg?ixlib=java-1.1.12
https://redt-fieldlens-prod.imgix.net/media/2019/08/13/b83ce257-550d-4bdd-bb2c-9998772ed3d0/meat.jpg?ixlib=java-1.1.12
https://redt-fieldlens-prod.imgix.net/media/2019/08/13/43e44466-dc0f-41ae-8dc6-0c9181fb4455/deli.jpg?ixlib=java-1.1.12
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Unassigned

Post 32 - CO1 video (for reference)
Dave Hughey - Crescent Construction Services
To: Crescent Construction Services

8/13/2019, 2:08 PM EDT

CO1 line: Invert elevation is 20” BFF. Filmed backwards from CO2 line. Line in good 
shape.

Categories Condensate line
All Media 1 video

https://fieldlens.com/?utm_source=report_share
https://fldlns.co/Ccq4uYCmM0
https://fldlns.co/NkfPoYCmM0
https://fldlns.co/HkfPoYCmM0
https://fldlns.co/eZefqYCmM0
https://s3.amazonaws.com/prod-fieldlens/media/2019/08/13/e3ff7e1b-ed60-4c7b-9b38-cec3ee8e37b2/FL2250co01.mov
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Unassigned

Post 31 - CO2 video (for reference)
Dave Hughey - Crescent Construction Services
To: Crescent Construction Services

8/13/2019, 2:08 PM EDT

CO2 line: Invert elevation is 22” BFF. Filmed backwards from site line. Joint offset at 
82'.

Sag from 144' to 152' (1").

Categories Site line, Condensate line
All Media 1 video, 2 photos

https://fieldlens.com/?utm_source=report_share
https://fldlns.co/Dcq4uYCmM0
https://fldlns.co/NkfPoYCmM0
https://fldlns.co/HkfPoYCmM0
https://fldlns.co/KTqesYCmM0
https://fldlns.co/eZefqYCmM0
https://s3.amazonaws.com/prod-fieldlens/media/2019/08/13/9021051d-0546-4cc7-b296-90700a96e641/FL2250co02.mov
https://redt-fieldlens-prod.imgix.net/media/2019/08/13/57e4a506-3d72-43ce-ab9e-4b0c1c4f7f27/co2_82jo.png?ixlib=java-1.1.12
https://redt-fieldlens-prod.imgix.net/media/2019/08/13/568c0af1-e2f7-4702-8ebc-69795bd77ad5/co2_146sag.png?ixlib=java-1.1.12
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Unassigned

Post 30 - CO3 video (for reference)
Dave Hughey - Crescent Construction Services
To: Crescent Construction Services

8/13/2019, 2:08 PM EDT

CO3 line: Invert elevation is 21.5” BFF. Filmed backwards from CO8 line. Line in 
good shape.

Categories Condensate line
All Media 1 video

https://fieldlens.com/?utm_source=report_share
https://fldlns.co/Ik1lvYCmM0
https://fldlns.co/NkfPoYCmM0
https://fldlns.co/HkfPoYCmM0
https://fldlns.co/eZefqYCmM0
https://s3.amazonaws.com/prod-fieldlens/media/2019/08/13/4b9ad0e2-371d-40df-bd74-e2643ae081a4/FL2250co03.mov
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Unassigned

Post 29 - CO4 video (for reference)
Dave Hughey - Crescent Construction Services
To: Crescent Construction Services

8/13/2019, 2:08 PM EDT

CO4 line: Invert elevation is 18” BFF. Filmed backwards from CO10. Line in good 
shape.

Categories Restroom line, Condensate line
All Media 1 video

https://fieldlens.com/?utm_source=report_share
https://fldlns.co/Jk1lvYCmM0
https://fldlns.co/NkfPoYCmM0
https://fldlns.co/HkfPoYCmM0
https://fldlns.co/OkfPoYCmM0
https://fldlns.co/eZefqYCmM0
https://s3.amazonaws.com/prod-fieldlens/media/2019/08/13/b2800209-b0be-4e8a-a8d6-8ebcca524dbd/FL2250co04.mov
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Unassigned

Post 28 - CO5 video (for reference)
Dave Hughey - Crescent Construction Services
To: Crescent Construction Services

8/13/2019, 2:08 PM EDT

CO5 line: Filmed backwards from CO2 line. Minor joint offsets at 9' and 11'. Sag 
from 94' to 99' (0.5"+).

Categories Condensate line
All Media 1 video, 3 photos

https://fieldlens.com/?utm_source=report_share
https://fldlns.co/Kk1lvYCmM0
https://fldlns.co/NkfPoYCmM0
https://fldlns.co/HkfPoYCmM0
https://fldlns.co/eZefqYCmM0
https://s3.amazonaws.com/prod-fieldlens/media/2019/08/13/7c813636-8b85-4cf9-8d09-65dc404b1320/FL2250co05.mov
https://redt-fieldlens-prod.imgix.net/media/2019/08/13/5fe84f01-d97f-44ed-a6d0-845d01bfb986/co5_9mjo.png?ixlib=java-1.1.12
https://redt-fieldlens-prod.imgix.net/media/2019/08/13/c3501d34-c8ba-4ac6-b1ce-71f9d039d81d/co5_11mjo.png?ixlib=java-1.1.12
https://redt-fieldlens-prod.imgix.net/media/2019/08/13/891d83d1-9d60-4b37-acb6-51dd9fd8f86c/co5_96sag.png?ixlib=java-1.1.12
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Unassigned

Post 27 - CO6 video (for reference)
Dave Hughey - Crescent Construction Services
To: Crescent Construction Services

8/13/2019, 2:08 PM EDT

CO6 line: Filmed backwards from CO4 line. Sag from cleanout to 8' (1").

Categories Restroom line
All Media 1 video, 1 photo

https://fieldlens.com/?utm_source=report_share
https://fldlns.co/PsCDvYCmM0
https://fldlns.co/NkfPoYCmM0
https://fldlns.co/HkfPoYCmM0
https://fldlns.co/OkfPoYCmM0
https://s3.amazonaws.com/prod-fieldlens/media/2019/08/13/e6880684-ad39-4006-b038-a63abf94560e/FL2250co06.mov
https://redt-fieldlens-prod.imgix.net/media/2019/08/13/e3d507d8-ae9e-4a24-b9e2-3d342ded6147/co6_sag.png?ixlib=java-1.1.12
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Unassigned

Post 26 - CO7 video (for reference)
Dave Hughey - Crescent Construction Services
To: Crescent Construction Services

8/13/2019, 2:08 PM EDT

CO7 line: Jetted line. Filmed backwards from CO12. Sag from 92' to 130' (1.5").

Categories Condensate line, Grease line
All Media 1 video, 1 photo

https://fieldlens.com/?utm_source=report_share
https://fldlns.co/QsCDvYCmM0
https://fldlns.co/NkfPoYCmM0
https://fldlns.co/HkfPoYCmM0
https://fldlns.co/eZefqYCmM0
https://fldlns.co/kWdvuYCmM0
https://s3.amazonaws.com/prod-fieldlens/media/2019/08/13/f47a1eb8-c459-4f01-ae92-0cd2c876383b/FL2250co07b.mov
https://redt-fieldlens-prod.imgix.net/media/2019/08/13/b2c36c14-0f30-41d8-961e-ae6ec4bbff21/co7_sag.png?ixlib=java-1.1.12


Page 25 of 34

FOOD LION #2250 REVISED DRA... – 8/9/2019 - 10/14/2019 Crescent Construction Services

Generated by Dave Hughey, 10/14/2019

Unassigned

Post 25 - CO8 video (for reference)
Dave Hughey - Crescent Construction Services
To: Crescent Construction Services

8/13/2019, 2:08 PM EDT

CO8 line: Filmed backwards from CO11. Sag from 42' to CO11 at 73' (1"+, with 
camera underwater part of issue).

Categories Condensate line
All Media 1 video, 1 photo

https://fieldlens.com/?utm_source=report_share
https://fldlns.co/RsCDvYCmM0
https://fldlns.co/NkfPoYCmM0
https://fldlns.co/HkfPoYCmM0
https://fldlns.co/eZefqYCmM0
https://s3.amazonaws.com/prod-fieldlens/media/2019/08/13/b9454b48-3764-4c67-b4a5-8780d1d664f7/FL2250co08.mov
https://redt-fieldlens-prod.imgix.net/media/2019/08/13/56a54065-d76e-4a5d-97c2-cd0f654d2654/co8_70sag.png?ixlib=java-1.1.12
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Unassigned

Post 24 - CO9 video (for reference)
Dave Hughey - Crescent Construction Services
To: Crescent Construction Services

8/13/2019, 2:08 PM EDT

CO9 line: Invert elevation is 18.75” BFF. Filmed backwards from CO11 line. 3" pipe. 
Line in good shape.

Categories Condensate line
All Media 1 video

https://fieldlens.com/?utm_source=report_share
https://fldlns.co/SsCDvYCmM0
https://fldlns.co/NkfPoYCmM0
https://fldlns.co/HkfPoYCmM0
https://fldlns.co/eZefqYCmM0
https://s3.amazonaws.com/prod-fieldlens/media/2019/08/13/a82bd2f3-b2e6-47b0-b6be-54c32e274e76/FL2250co09.mov
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Unassigned

Post 23 - CO10 video (for reference)
Dave Hughey - Crescent Construction Services
To: Crescent Construction Services

8/13/2019, 2:08 PM EDT

CO10 line: Invert elevation is 54.5” BFF. Filmed backwards from site line. Pipe 
anomaly (6:00 line position; less than 5% line loss) at 98'.

Categories Site line, Restroom line, Condensate line
All Media 1 video, 1 photo

https://fieldlens.com/?utm_source=report_share
https://fldlns.co/TsCDvYCmM0
https://fldlns.co/NkfPoYCmM0
https://fldlns.co/HkfPoYCmM0
https://fldlns.co/KTqesYCmM0
https://fldlns.co/OkfPoYCmM0
https://fldlns.co/eZefqYCmM0
https://s3.amazonaws.com/prod-fieldlens/media/2019/08/13/08b4fdb7-c747-4b3b-99ce-8feef13a55d9/FL2250co10.mov
https://redt-fieldlens-prod.imgix.net/media/2019/08/13/b026a8dd-9417-4915-8e02-7a0bef46d5a4/co10_98pa.png?ixlib=java-1.1.12
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Unassigned

Post 22 - CO11 video (for reference)
Dave Hughey - Crescent Construction Services
To: Crescent Construction Services

8/13/2019, 2:08 PM EDT

CO11 line: Invert elevation is 46.25” BFF. Filmed backwards from grease trap outlet 
line. Two back-to-back sags from cleanout to 21' (0.5"). Back-to-back sags from 91' 
to 144' (up to 1.5"+). Two joint offsets at 97'. Sag from 170' to 183' (2", with camera 
underwater part of issue). Bad tap (piped against flow) at 187'.

Categories Site line, Condensate line
All Media 1 video, 5 photos

https://fieldlens.com/?utm_source=report_share
https://fldlns.co/YAdVvYCmM0
https://fldlns.co/NkfPoYCmM0
https://fldlns.co/HkfPoYCmM0
https://fldlns.co/KTqesYCmM0
https://fldlns.co/eZefqYCmM0
https://s3.amazonaws.com/prod-fieldlens/media/2019/08/13/5d3a12cd-8259-4dca-85b8-99d62e7e9022/FL2250co11t.mov
https://redt-fieldlens-prod.imgix.net/media/2019/08/13/2b900ca6-5074-48ea-a033-fe806e9f70b1/co11_14sag.png?ixlib=java-1.1.12
https://redt-fieldlens-prod.imgix.net/media/2019/08/13/80313135-daef-405a-869f-246f00937173/co11_95sag.png?ixlib=java-1.1.12
https://redt-fieldlens-prod.imgix.net/media/2019/08/13/07634bee-2d71-490c-b438-d7a7d11975db/co11_97jojo.png?ixlib=java-1.1.12
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https://fieldlens.com/?utm_source=report_share
https://redt-fieldlens-prod.imgix.net/media/2019/08/13/53a9cc6c-fdb0-422d-a54a-a3efc46bdc46/co11_183sag.png?ixlib=java-1.1.12
https://redt-fieldlens-prod.imgix.net/media/2019/08/13/cebecd03-9534-4776-acd9-4206e6772ff3/co11_187bt.png?ixlib=java-1.1.12
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Unassigned

Post 21 - CO12 video (for reference)
Dave Hughey - Crescent Construction Services
To: Crescent Construction Services

8/13/2019, 2:08 PM EDT

CO12 line: Jetted line. Filmed backwards from 154'; verified line goes to grease 
trap. Sag from 73' to 125' (1.5"+, with camera underwater part of issue). Sag/backup 
from 152' to grease trap inlet at approximately 160' (2"+).

Categories Site line, Condensate line, Grease line
All Media 1 video, 2 photos

https://fieldlens.com/?utm_source=report_share
https://fldlns.co/ZAdVvYCmM0
https://fldlns.co/NkfPoYCmM0
https://fldlns.co/HkfPoYCmM0
https://fldlns.co/KTqesYCmM0
https://fldlns.co/eZefqYCmM0
https://fldlns.co/kWdvuYCmM0
https://s3.amazonaws.com/prod-fieldlens/media/2019/08/13/e67a0145-27af-4920-ae2f-ee254a4d9018/FL2250co12.mov
https://redt-fieldlens-prod.imgix.net/media/2019/08/13/975fbf23-31e7-4977-a5ae-098e8544475f/co12_111sag.png?ixlib=java-1.1.12
https://redt-fieldlens-prod.imgix.net/media/2019/08/13/b410fa29-b1c1-4722-a33c-a9a7524f642f/co12_154sag_bu.png?ixlib=java-1.1.12
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Unassigned

Post 20 - CO13 video (for reference)
Dave Hughey - Crescent Construction Services
To: Crescent Construction Services

8/13/2019, 2:07 PM EDT

CO13 line: Filmed backwards from CO10 line. Line in good shape.

Categories Restroom line
All Media 1 video

https://fieldlens.com/?utm_source=report_share
https://fldlns.co/MkfPoYCmM0
https://fldlns.co/NkfPoYCmM0
https://fldlns.co/HkfPoYCmM0
https://fldlns.co/OkfPoYCmM0
https://s3.amazonaws.com/prod-fieldlens/media/2019/08/13/67b15d48-d5b4-4bd8-88c7-e2c669b010f2/FL2250co13.mov
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Unassigned

Post 19 - CO14 video (for reference)
Dave Hughey - Crescent Construction Services
To: Crescent Construction Services

8/13/2019, 2:07 PM EDT

CO14 line: Filmed backwards from CO4 line. Line in good shape.

Categories Condensate line
All Media 1 video

https://fieldlens.com/?utm_source=report_share
https://fldlns.co/9QDXpYCmM0
https://fldlns.co/NkfPoYCmM0
https://fldlns.co/HkfPoYCmM0
https://fldlns.co/eZefqYCmM0
https://s3.amazonaws.com/prod-fieldlens/media/2019/08/13/405566ec-eaac-4e16-a4d5-ac101a996a50/FL2250co14.mov
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Unassigned

Post 18 - CO15 video (for reference)
Dave Hughey - Crescent Construction Services
To: Crescent Construction Services

8/13/2019, 2:07 PM EDT

CO15 line: Filmed backwards from site line. Line in good shape.

Categories Site line
All Media 1 video

https://fieldlens.com/?utm_source=report_share
https://fldlns.co/FLPWrYCmM0
https://fldlns.co/NkfPoYCmM0
https://fldlns.co/HkfPoYCmM0
https://fldlns.co/KTqesYCmM0
https://s3.amazonaws.com/prod-fieldlens/media/2019/08/13/a7448695-15de-421f-9d67-90357d6d39f5/FL2250co15.mov
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Unassigned

Post 1 - CO16 video (for reference)
Dave Hughey - Crescent Construction Services
To: Crescent Construction Services

8/13/2019, 2:07 PM EDT

CO16 line: Jetted line. Filmed backwards from CO12 line. Joint separation at 10'.

Categories Grease line
All Media 1 video, 1 photo

https://fieldlens.com/?utm_source=report_share
https://fldlns.co/jWdvuYCmM0
https://fldlns.co/NkfPoYCmM0
https://fldlns.co/HkfPoYCmM0
https://fldlns.co/kWdvuYCmM0
https://s3.amazonaws.com/prod-fieldlens/media/2019/08/13/fb349a91-54be-44b5-ab6e-3b2f799a5cf6/FL2250co16.mov
https://redt-fieldlens-prod.imgix.net/media/2019/08/13/69ef34d3-f902-4852-b8bb-e0d8edb0fcbf/co16_10js.png?ixlib=java-1.1.12

